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Abstract 
An experimental investigation was carried out to determine the effectiveness of an 
UltraViolet Germicidal Irradiation (UVGI) system for eradicating airborne 
pathogens in an indoor environment. Experimental and environmental conditions 
were varied and the resultant inactivated percentage of Staphylococcus aureus was 
measured. Results indicate that it is paramount to keep experimental parameters 
constant to achieve reliable and comparable results. In particular; the sampling 
plates used in the Andersen sampler must have a consistent depth of nutrient agar, 
and sufficient time (~ 40 mins) must be given for steady state conditions to be 
achieved prior to the commencement of air sampling. 
Furthermore a change in environmental conditions such as ventilation regime and 
ventilation rate, were found to significantly influence the determination of the 
effectiveness of an upper-room UVGI system; with a ventilation regime of in low, 
out high resulting in an average of 16 % higher microorganism inactivation than a 
regime of in high, out low. The environmental conditions for which the device was 
deemed most effective, i.e. which resulted in the highest percentage of airborne 
microorganisms inactivated (96.0 ± 3.2 %) were: for a ventilation rate of 3 air 
changes per hour (ACH) and ventilation regime of in low, out high. 
Keywords - Upper-room UVGI system; air disinfection; aerobiology test chamber; 
airborne pathogens; ventilation rate; ventilation regime. 
1. Introduction  
The use of air cleaning devices is an important method for improving 
and managing Indoor Environmental Quality (IEQ). Fully controlling indoor 
emission sources to an acceptable level is not always feasible, therefore 
secondary measures such as the use of air disinfection devices, enable a 
means of ensuring a safe and healthy indoor environment for occupants. In a 
review of the current state of research for IEQ, Clausen et al [1] state that 
there is a need for good air cleaning technologies that can be used indoors 
and also note that the general society have questions relating to indoor air 
quality and are looking for ways they can protect their families. 
Consequently, a comprehensive assessment of the effectiveness of currently 
available air cleaning technologies is paramount. 
This study aims to address this need by employing an experimental 
assessment of a widely available air disinfection device, using bioaerosols 
indigenous to the indoor environment. The bioaerosol used in this study was 
Staphylococcus aureus (SA); a gram-positive bacteria frequently found in 
the human respiratory tract and skin and chosen due to its significance in 
healthcare acquired infections ([2], [3]). The device employed was an upper-
room ultraviolet germicidal irradiation (UVGI) system. UVGI devices make 
use of light in ultraviolet wavelengths, specifically in the germicidal range of 
200 ± 320 nm, to disinfect air and surfaces [4]. UVGI disinfects by causing 
photochemical changes in the deoxyribonucleic acid (DNA) of a 
microorganism, thus destroying its ability to reproduce. The germicidal 
effects of UV irradiation have been recognized for many decades; in 1932, 
Ehrismann and Noethling [5] identified the germicidal effectiveness of UV 
to peak at 253.7 nm, today it is estimated to be at approximately 260 ± 265 
nm. This wavelength corresponds to the peak of UV absorption by bacterial 
DNA [4], although this varies between species. An upper-room UVGI 
system is one where UV fixtures are used to create a zone of UV irradiation 
in the upper portion of a room, well above head height. The fixtures are 
typically passive devices comprised of a UV lamp, a parabolic reflector and 
an array of stacked parallel louvers (to direct the exit beams and restrict the 
irradiance to the upper zone). In a well mixed room, the air and any 
microorganisms in the air, will enter the UV zone due to natural air currents 
and be disinfected. One major advantage of this system is that the 
disinfection device is continuously operational within the room, where the 
source of hazardous microbes typically exists. Furthermore, the system can 
be retrofitted to most existing rooms, is relatively inexpensive and has been 
proven to be an effective against a wide variety of airborne viruses and 
bacteria (e.g. [4], [6], [7], [8] and [9]). 
To specifically quantify the effectiveness of an upper-room UVGI 
system is difficult, due to the intricacy of the biological processes involved 
and the vast number of variables associated with its operation. These include, 
but are not restricted to: the room characteristics, the device characteristics 
and fitting, the species of microorganisms to be disinfected and the variance 
in experimental methodology used for testing. To determine the true 
VLJQLILFDQFH RI HDFK RI WKHVH YDULDEOHV RQ D V\VWHP¶V HIIHFWLYHQHVV LW LV
necessary to be able to control all other variables and perform an 
experimental study to investigate each parameter individually. This can be 
achieved using a room sized aerobiological test chamber, with environmental 
controls and classified for the safe use of pathogenic microorganisms. Using 
a set-up of this nature, the effectiveness of a UVGI system can be determined 
experimentally by deducing the percentage of airborne microorganisms 
which are inactivated by the UV irradiation. In this study, UVGI 
effectiveness is investigated in terms of two key assessment approaches: 
(1) How the experimental measurement methodology affects the 
judgement of how effective a device is. Specifically: sampling 
locations, number of samples and experimental repeats, release 
mechanism, microorganism susceptibility etc. 
(2) How the room/environment characteristics: ventilation rate and 
regime, and device location, can result in a device being deemed 
effective in one scenario and ineffective in another. 
The results of this study provide quantative data demonstrating the most 
effective ways to employ an air disinfection device. Furthermore, 
recommendations for experimental methodologies are made which will 
ensure repeatable, reliable results in future studies.  
 
2. Materials and Methods 
Environmental Parameters  
All experiments were carried out in a class 2 aerobiological test chamber 
(Fig. 1) located within the Pathogen Control Engineering (PaCE) Institute in 
the School of Civil Engineering, University of Leeds. The chamber has a 
volume of 32 m
3
 (4.20 m x 3.36 m x 2.26 m) with a 7.6 m
3
 (1.00 m x 3.36 m 
x 2.26 m) ante-room between the chamber and the laboratory, which housed 
the sampling equipment. The temperature, humidity, ventilation rate and 
ventilation regime within the chamber were externally controlled. The 
chamber was mechanical ventilated with an independent supply of HEPA 
filtered air at a pre-defined rate of 3 ± 9 air changes per hour (ACH). The air 
was supplied through one of two inlets; both located on one of the chamber 
walls, and extracted through one of two outlets on the opposite wall, 
diagonally orientated with respect to the inlets, as depicted in Fig.1. The 
choice of inlet and outlet ± one each low and high, facilitated the 
consideration of two ventilation regimes; A (in low, out high) and B (in high, 
out low). 
 
 
Fig. 1. Schematic of aerobiological test chamber, showing ventilation regime B. [10] 
 
An upper-room UVGI system was set-up in the chamber using two wall 
mounted UV devices, mounted 0.5 m from the ceiling. The smaller device 
(Lumalier WM136, 36W output; Lumalier Corporation, Memphis, TN) was 
positioned centrally on the small back wall adjacent the inlets and a larger 
device (Lumalier WM236, 72W output; Lumalier Corporation) was centrally 
mounted on the larger side wall opposite the inlets, as shown in Fig. 1. 
Gilkeson and Noakes [10] detail the dose, intensity and field distribution of 
the resultant UV field, for a number of varying parameters. The inactivity (I), 
is the fraction of airborne microorganisms inactivated by the UV irradiation. 
It can be experimentally deduced by determining the difference in the 
concentration of airborne particles with and without the UVGI system, as a 
percentage of the average concentration of airborne particles without the 
UVGI system.  
 
Experimental Parameters 
A solution of 100 mL of de-ionised water and 0.2 - 0.3 mL of a pure 
culture of Staphylococcus aureus (SA) was introduced into the chamber via a 
six-jet Collision Nebuliser (CN 25, BGI Inc, USA) at a flow rate of 8 L m
-1
 
and a pressure of 12 psi. The bioaerosols generated by the nebuliser were 
dispersed into the centre of the chamber via a perforated ball at the end of a 
rigid metal tube, ensuring uniform distribution in all directions. Nebulisation 
was continuous and to ensure steady state conditions, no air samples were 
taken for a period of 40 minutes following a change in any experimental 
variable (time period chosen based on experimental results as discussed in 
succeeding section).  
The process of bioaerosol generation using a six-jet Collision Nebuliser, 
involves aspirating a liquid solution of the bacteria and de-ionised water into 
a sonic velocity gas jet, in which the liquid solution is sheared into droplets. 
This WDNHVSODFHLQWKHµ7-QR]]OH¶ZKLFKLVVXEPHUJHGLQWRWKHVROXWLRQ7KH
resulting liquid/gas jet is then impacted against the inside of the jar 
containing the solution, to remove the larger fraction of the droplets and 
subsequently flows through a metal tube into the chamber. The position of 
the nozzle tip in the liquid solution is recommended by the manufacturers to 
be 3/8 of an inch (~ 1 cm) below the surface of the solution. This is to ensure 
that the spray pattern created by the liquid/gas jet impacting against the 
inside of the jar, does not come in contact with the surface of the solution as 
this would interfere with the jet formation. In order to maintain this 
recommended positioning, it was necessary to regularly adjust the position of 
WKHµ7-QR]]OH¶DVWKHOHYHORIWKHVROXWLRQZLWKLQWKHMDUGHFUHDVHVZLWKWLPH 
To determine the concentration of airborne microorganisms, a sample of 
the chamber air was extracted at 18 Lmin
-1
, through a 25 mm diameter rigid 
plastic tube located at the ventilation outlet and connected to a six-stage 
Andersen sampler (in the ante-room). An Andersen sampler works on the 
principle of impaction. Air is drawn through the sampler at a constant rate. 
The six stages (each a media plate positioned beneath it) have 400 holes, 
which decrease in size with increasing stage number. The particle laden 
airstream passes through these holes and around the media plates onto the 
subsequent stage. Particles which are too large to follow the airstream, 
impact on the plate due to their momentum. Consequently the plates in the 
various stages collect particles within a specific size range. Following 
preliminary experiments, it was established that the majority of aerosols 
produced by the above described experimental set-up, were depositing on the 
5
th
 and 6
th
 stages of the Andersen sampler. Therefore, stage six alone was 
loaded with sterile dry nutrient agar (Trypticase soy agar, TSA) plates, onto 
which the bacteria deposited. Samples were taken for varied lengths of time, 
from 30 seconds to two minutes and the plates were subsequently incubated 
at 37°C for approximately 24 hours. The number of colony forming units 
(cfu) on each plate was counted and this number was then corrected for 
coincidence (multiple particles impacting to form a single cfu), using the 
positive hole correction table from [11]. A number of repeated plates (five or 
WHQ ZHUH WDNHQ LQ TXLFN VXFFHVVLRQ DQG WKH DYHUDJH QXPEHU RI FIX¶V ZDV
used to deduce the airborne concentration, for a particular set of conditions.  
 
3. Results and Discussion 
Influence of Experimental Parameters 
Experiments were initially carried out to determine which variables 
associated with the experimental technique influence the determination of 
the effectiveness of an upper-room UVGI system. The variables investigated 
pertain to the aerosol generation method, the sample collection method, the 
number of sample repeats and the number of experimental repeats necessary 
to obtain reliable inactivation values. 
Using the bioaerosol generation method discussed in section 2, the 
importance of maintaining the T-nozzle positioning throughout an 
experiment was investigated by allowing the level of liquid in the jar to drop 
to where the nozzle was < 0.5 cm below the surface of the liquid, as opposed 
to the recommended level of ~1 cm and comparing the mean airborne 
microbial concentrations (from 10 averaged plates) at both nozzle positions. 
The UVGI system was operational throughout the duration of the 
experiment. At the recommended position of ~ 1 cm, the mean airborne 
concentration was 930.0 ± 158.4 cfu/m
3
. After the liquid levels had dropped 
to the reduced level, ten more samples were taken and the mean airborne 
microbial concentration halved, to a value of 471.1 ± 235.6 cfu/m
3
. 
Furthermore, the variability between successively sampled plates increased 
as the liquid levels decreased; from a percentage standard deviation of 17 % 
at the recommended level of ~ 1 cm, to 50 % at < 0.5 cm. This increase in 
plate variance and the significant change in the airborne concentration of 
bioaerosols within the chamber, results in non-steady state conditions; which 
are necessary to achieve reliable results in this study. It was therefore 
concluded that the correct positioning of the nozzle (approximately 1 cm 
below liquid surface) should be maintained throughout all experiments.  
As discussed in section 2, the concentration of airborne microorganisms 
was deduced by extracting a volume of air from the chamber and using a six-
stage Andersen sampler to deposit the microorganisms onto TSA plates, 
XSRQZKLFKWKHUHVXOWLQJFIX¶VFRXOGEHFRXQWHGIROORZLQJFXOWXULQJDuring 
experimentation, it became apparent that the level of agar in the plates has a 
significant influence on the number of particles which impact on its surface. 
This is due to a change in the distance between the bottom of the stage and 
the top of the media surface. It was noted that deeper filled plates (i.e. plates 
with less distance between a stage and media) resulted in a considerably 
higher number of cultured FIX¶VFor example: in one typical experiment with 
the UVGI system operational, the average cfu count (the observed number of 
FIX¶V following 24 hours incubation and corrected for coincidence) for 
normally filled plates, was 54 FIX¶V SHU SODWH For plates with a  0.5 cm 
deeper fill of agar, the average cfu count per plate was 146 FIX¶V; almost a 3-
fold increase. Consequently it is recommended that an automatic media 
pourer be utilised to guarantee consistent depths of media on all plates, thus 
ensuring comparable results. As this option was not available in the 
timeframe of the experiments presented in this study, great care was taken to 
maintain consistent media levels when manually pouring plates.  
The previously described sampling method, results in a single value for 
the concentration of airborne microorganisms at a specific location and time 
(one value per cultured plate). A number of consecutive plates must be taken 
and averaged, to achieve a reliable average value for a particular set of 
conditions. In a single steady-state injection experiment, when all 
controllable variables are kept constant, some variation between plates is still 
expected. This variation is due to the nature of experimentation, the 
bioaerosols being a live bacteria and natural fluctuations in room air mixing 
at a constant ventilation rate. An investigation was conducted to determine if 
using five or ten consecutively sampled plates to obtain an average value, 
alters the standard deviation between the averaged plates. Of the 24 
experiments where five plates were averaged: the percentage standard 
deviation between the airborne concentration values across the five plates 
ranged from 10 % to 72 %, with a mean value of 38 %. Of the 42 
experiments where 10 plates were averaged: the percentage standard 
deviation between the airborne concentration values across the 10 plates 
ranged from 14 % to 84 %, with a mean value of 38 %. This indicates that 
there is statistically no advantage to sampling 10 plates to obtain an average 
airborne concentration, as opposed to sampling five. 
The fluctuation in airborne microorganism concentration with time was 
experimentally investigated to validate that steady state conditions were 
being achieved. SA was continuously nebulised at 8 Lmin
-1
 into the centre of 
the chamber with a ventilation rate of 3 ACH and regime of in high, out low. 
Five, one minute samples were taken every 20 minutes, over a period of four 
hours. The results are shown in Fig. 2, where the error bars represent one 
standard deviation above and below the mean. 
 
 
Fig. 2. Fluctuation in airborne microbial concentration over time,  
with continuous bioaerosol nebulisation 
 
As demonstrated in Fig. 2, steady state conditions were not achieved 
until the second set of samples, which is taken 40 minutes subsequent to the 
commencement of aerosol nebulisation. From this point until the end of 
sampling, there is no significant difference in the airborne concentration with 
time. 
 
Influence of Environmental Parameters 
The irradiance of SA by the upper-room UVGI system described in 
section 2 was experimentally examined in terms of three ventilation rates (3, 
6 and 9 ACH) and two ventilation regimes (A: in low, out high and B: in 
high, out low). In each experiment, ten, 1 minute samples were averaged to 
determine a single concentration value (with and without UV). Six replicate 
experiments were carried out to determine the average inactivation. The 
resulting data is represented in Fig. 3, where the error bars represent one 
standard deviation above and below the mean. 
 
 
Fig. 3. Inactivation of SA by an upper-room UVGI system,  
with varied ventilation rate and ventilation regime 
 
A change in ventilation regime from regime A (in low, out high) as 
represented by the blue diamonds, to regime B (in high, out low) as 
represented by the red squares, resulted in a lower inactivation percentage at 
all three ventilation rates examined. At 3 ACH, there is a decrease of 21 % 
inactivation between regimes A and B. At 6 ACH the decrease is 18 % and 
at 9 ACH the decrease is 10 %. This decrease in efficiency of the upper-
room UVGI system with the change in ventilation regime, is attributable to a 
change in the airflow patterns created by the different regimes. This 
determines the transport of the airborne microorganisms up into the UV field 
and thusly the efficiency of the system. 
Theoretically, an increase in the ventilation rate will reduce the 
residence time of the particles in the UV irradiance zone (tuv), thus reducing 
the percentage of microorganisms inactivated, (1).  
tuv = tres(huv/hr)    (1) 
Where; tres is the residence time of a particle in the room (= 1/ACH), huv is 
the height of the UV zone, and hr is the height of the room [2]. For the test 
chamber used in this study, the residence time of microorganisms in the UV 
zone is: 4.2 minutes at 3 ACH, 2.4 minutes at 6 ACH and 1.2 minutes at 9 
ACH. Fig. 3, in part, corroborates this theory: Increasing the ventilation rate 
from 3 ACH to 6 ACH decreased the inactivation fraction from 96 % to 72 
% in regime A and from 75 % to 53 % in regime B; a decrease of 24 % and 
22 % respectively. However, a further increase in ventilation rate from 6 
ACH to 9 ACH resulted in an increase in the fraction of microorganisms 
inactivated by 17 % and 26 % for ventilation regimes A and B respectively. 
This potentially demonstrates a false perception of increased UVGI system 
efficiency, as the lower concentration of airborne microorganisms detected 
may simply be due to the increased ventilation rate, such that the bioaerosols 
are being extracted at a faster pace. Further investigations will be carried out 
WRFODULI\WKHFDXVHRIWKLVLQFUHDVHLQPLFURRUJDQLVPV¶LQDFWLYDWLRQ 
 
4. Conclusions 
The importance of good, consistent experimental technique and design 
has been shown to be necessary in order to achieve reliable results. It is 
paramount to sustain the same experimental conditions thoroughout all 
experiments to allow for the comparisons of data sets. To ensure repeatable, 
reliable results in future studies which employ the above described 
procedures, it is therefore recommended that: (i) during aerosol production, 
the position of the nozzle tip in the liquid solution be continuously sustained 
at the manufacturers recommended depth of ~1 cm (3/8 of an inch), (ii) the 
depth of nutrient agar in sampling plates placed in Andersen sampler must be 
kept consistent, (iii) following a change in any experimental variable, a time 
period of 40 minutes must be allowed for the chamber to reach a steady state, 
before sampling the air. Any inconsistencies in the above mentioned 
experimental variables will result in a considerable disparity in results; hence 
care should be taken during experimental design and execution, to ensure 
their standardization.  
The environmental conditions for which the above described upper-
room UVGI system has been shown to be most effective are: a ventilation 
rate of 3 ACH and ventilation regime of in low, out high (which achieved 
96.0 ± 3.2 % inactivation). Moreover, regardless of ventilation rate, a 
ventilation regime of A (in low, out high) is recommended above a regime of 
B (in high, out low), as it resulted in an average of 16 % more 
microorganism inactivation. 
One parameter not investigated in the above study is the choice of 
bioaerosol species used in the experiments. Each species of microorganism 
has a specific UV susceptibility constant associated with it, hence the choice 
of species used will influence the perception of the effectiveness of the 
UVGI system. There is a large variance in published susceptibility constants, 
for a range of different species. Due to this substantial discrepancy, a 
supplementary study is in progress to accurately determine the susceptibility 
of a number of microorganisms, including the SA used in this study. 
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